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Nature of Atmospheric Discharges 

This article presents simplified description of the phenomenon of lightning, with special regard to the cloud-to-
ground discharges, and parameters of standardized lightning electromagnetic pulses. Measures of protection 
against lightning are pointed out. These parameters and measures are important for proper lightning protection 
of telecommunication facilities. 

Lightning Electromagnetic Pulse (LEMP), lightning phenomenon, protection against lightning 

 

Introduction 
The natural phenomenon of lightning has previously been treated mainly as a fire hazard or a threat for 
living beings. In parallel with technological progress, lightning has become a significant threat for 
electronic devices, especially for telecommunication sites. 

Lightning protection is one of important engineering challenges. The protection measures may be cho-
sen properly if the design process is based on knowledge about the nature and parameters of the atmos-
pheric discharges. There are many publications concerning these topics, i.e. [1]-[11]. However, many 
engineers do not read them for different reasons. Understanding the lightning protection rules is not 
very common. It is often seen that opportunistic marketing leads to unnecessary or sometimes even 
hazardous selections. Hence, there is a need of publishing of considerably short papers in engineering 
journals and magazines, concerning basics of lightning protection and describing this in a simplified 
but nontrivial manner. The present paper belongs to that group of publications. 

The electrostatic phenomena accompany different processes occurring in the atmosphere. The electric 
field of about 130 V/m exists close to the ground even during a sunny day in the mid-latitudes. The 
typical potential difference between the Earth’s surface and the lower part of the ionosphere is from 
200 to 500 kV. Due to this, a so-called fair-weather current of density of several pA/m2 flows in the 
air. 

The electric nature of lightning is known from about 260 years. It was proved by Benjamin Franklin 
during his famous kite experiment in year 1752. This experiment gave the basis for invention of 
a lightning rod. In Poland, Józef Osiński was the pioneer of lightning protection. He was the priest and 
lecturer in physics and chemistry in the Piarists Collegium Nobilium in Warsaw. Under his influence 
the first lightning rod was installed on the clock tower of the Royal Castle in Warsaw in year 1784. 

The foundations of modern knowledge about the distribution of electrical charges in the storm clouds 
were developed at the beginning of the twentieth century. A special role was played by two British 
scientists G. C. Simpson and C. T. R. Wilson. 
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Simpson measured the loads carried by raindrops directly beneath the clouds. Later, he developed 
a tool to measure the vertical component of the electric field from the balloon deep into the clouds. 
Wilson studied the changes in the electric field accompanying lightning bolts at a distance from clouds, 
and on this basis, he determined the value and polarity of discharge in the clouds, and between clouds 
and the ground. Wilson was awarded the Nobel Prize in year 1927 (together with A. H. Compton) for 
his research on the electric charges in so-called storm cell. Three regions with dissimilar electrostatic 
polarization are present in a thundercloud: the highest is a large area of positively charged ice crystals, 
the lower part is dominated by the negative charge, and at the cloud base there is a small zone of posi-
tive polarity. 

Atmospheric discharges are classified as: 
• cloud-to-ground (CG), 
• intracloud (IC), occurring wholly within the cloud - well over 50% of all flashes, 
• cloud-to-cloud, 
• cloud-to-air (including ionosphere). 

Cloud-to-cloud and cloud-to-air discharges occur less frequently than either IC or CG lightning. About 
2000 thunderstorms take place on the Earth at any moment. Within every second about 100 lightning 
strikes of any type, not only CG, are recorded on average all around the globe. This gives an average 
density of discharges of about 6 per km2 per year. The average year density of discharges in the lands 
ranges from 2 to 5 per km2, and in areas with the highest storm activity – up to 50 per km2. In Poland, 
the average number of stormy days per year vary from less than 16 (north) to 36 (south) [12]. Temper-
ature of plasma in the lightning channel reaches 30000ºC, exceeding five times the surface temperature 
of the Sun. 

Information on lightning is provided by experimental studies. Research centers are located in areas of 
high storm activity, where discharges are provoked by rockets fired toward the clouds. Such centers 
are located, for example, in the United States – in Florida and New Mexico, in Australia – on Melville 
Island. Studies using rockets were also performed in France and Japan. There are many publications of 
natural discharge measurements carried out on high building objects, such as the Canadian National 
(CN) Tower in Toronto, broadcasting towers of Ostankino in Moscow and Peissenberg in Germany. 
Electronic systems for lightning detection are developed around the world. 

Classification of cloud-to-ground discharges 
There are much more experimental data concerning the cloud-to-ground (CG) discharges than other 
forms of lightning. This is because the consequences of the CG lightning are very important in prac-
tice, i.e. the ignition of fires, the cause of injuries and death, disturbances in power and communication 
systems. Moreover, the studies of lightning below the cloud base are less difficult. 

The charge neutralization with an average value of about 20-30 coulombs takes place during a CG 
flash. The typical length of the discharge channel is a few kilometers. 

The initial stages of the four main types of CG discharges, according to the classification given by 
Uman [10], [11], are presented in Fig. 1. The placed further description of atmospheric discharges 
comprises their most important characteristic electrical parameters. Detailed analysis of the phenome-
non of lightning lies outside the scope of this work. Comprehensive descriptions can be found for ex-
ample in [3], [4], [8], [11].  
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Fig. 1. Four types of development of CG flashes according to Uman: a) negative descending leader, b) positive 
descending leader, c) positive ascending leader, d) negative ascending leader 

Simplified description of most frequent cloud-to-ground 
discharge 
A negatively charged descending leader, as shown in Fig. 1a and Fig. 2a, is the first phase of about 
90% of CG flashes. From the place of discharge initiation inside the cloud, the leader moves towards 
the ground with steps of tens of meters in length, and an average speed of about 200 km/s. These 
steps might be branched and pass in different directions. The duration of a typical step is about 1 µs, 
and the intervals between successive jumps last from 20 to 50 µs. The average leader current is of 
100 to 1000 A. 

As the lowering of the leader, the electric field near the ground increases from the initial value of sev-
eral kV/m to over 150 kV/m. Such large gradient of potential results in the development of partial dis-
charges and sending upward streams of positive ions (St. Elmo’s fires) from sharp ends of various ob-
jects, where the local field strength is the greatest (Fig. 2b). Several tens of meters above the ground 
one of these so-called streamers meets with descending leader, closing the discharge channel. 

(a) 

 

(b) 

 

        
(c) 

 

(d) 
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Fig. 2. Main phases of negative CG flash: a) negative stepped leader developing downwards, b) streamers devel-
oping upwards, c) return stroke developing upwards, d) subsequent stroke 

The next phase is the return stroke (Fig. 2c). The electric charge accumulated in the channel and its 
branches is violently brought to the ground. The process of charge neutralization in the lightning chan-
nel develops in the direction from ground to the cloud at a speed of about 1/3 to 1/2 of that of light. 
A typical maximum value of the lightning current close to the ground is about 30 kA (the maximum 
current of 200 kA is predicted in the IEC/EN standard [6]). A high-temperature high-pressure dis-
charge channel expands and creates the shock wave becoming thunder. 

The rise of the return current pulse takes single microseconds. Fading of the discharge current is de-
scribed by the time of decreasing to the half of peak value, which is on average of about 50 µs. The 
waveform of the lightning current pulse is standardized [6]. Three parameters are used to describe 
the current: Imax – maximum value, T1 – front time, and T2 – time to half-value (Fig. 3), in the form 
of Imax, T1/T2, i.e. 20 kA, 2/50 µs. 

(a) 

 

(b) 
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At the end of the main surge, the long stroke component of several hundred amperes can occur, which 
can last for several hundred milliseconds. After the first return stroke, different charge motion process-
es occur in the cloud. They are described in detail in [8], [11]. If additional cloud charge is available, 
a so-called dart leader can propagate down the residual channel of plasma, and initiate a subsequent 
return stroke (Fig. 2d). Several subsequent return strokes can occur in one channel. Dart leaders and 
subsequent return strokes are usually not branched. A long stroke current component can follow the 
subsequent return stroke. The time between successive strokes is usually several tens of milliseconds. 
This can be noticed with the naked eye as a flickering of lightning. In comparison with the first return 
stroke, the subsequent discharges have usually smaller maximum current, a much shorter front time 
(a fraction of a microsecond) and a shorter time to half value. 

 
Fig. 3. Standardized waveform of lightning current 

 
Fig. 4. Amplitude spectra of standard pulses 
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Other atmospheric discharges 
Positive cloud-to-ground discharges, developing as shown in Fig. 1b are observed much less frequently 
than the phenomenon described above. Positive leaders from upper parts of clouds do not have as dis-
tinct steps as the negative ones. Usually there is only one positive stroke, transferring much greater 
charge than the negative one. Positive strokes are the majority of strokes to ground during winter 
storms. They are relatively rare in summer thunderstorms; only few percent of all the summer CG 
flashes are positive, often appearing at the beginning or at the end of the storm.  
Cloud-to-ground discharges developing from the ground towards the cloud are relatively rare. They 
most frequently initiate from tops of tall objects such as towers, antennas, trees on hills, or rockets 
fired towards clouds in order to provoke lightning. 
Other types of discharges, i.e. intracloud (IC), cloud-to-cloud and cloud-to-air, are not well studied. 
Typical IC discharges carry charges of tens of coulombs at a distance 5-10 km. Discharges between 
clouds can reach length exceeding 150 km. Measurements of accompanying electromagnetic fields 
exhibit significant similarities between IC and cloud-to-cloud discharges. 
There are reports describing blue sky overhead and a thunderstorm more than 10 km away, beyond the 
horizon, from where the lightning can originate. Such phenomenon is called “bolt from the blue” [10]. 
Flights above clouds and flights of space shuttles enable observations of upper-atmospheric discharges 
called TLEs – Transient Luminous Events (elves, blue jets, red sprites). They extend up to 100 km 
above the ground. 

Electrical parameters of lightning 
The lightning protection can be effective if the parameters of lightning stroke are determined. The 
greatest threat is caused by a return stroke. Hence, according to the first (the highest) protection level 
introduced in IEC/EN 62305-1 [6], maximum values for return stroke currents are specified as follows: 

• first positive return stroke – pulse of 200 kA, 10/350 µs, 
• first negative return stroke – pulse of 100 kA, 1/200 µs, 
• subsequent negative return stroke – pulse of 50 kA, 0.25/100 µs, 
• long stroke component – 400 A, duration 0.5 s. 

The analysis of lightning current spectrum is important, especially for telecommunication facilities. 
Plots of amplitude spectra of standard pulses mentioned above, and of waveform 20 kA, 2/50 µs, used 
in former Russian standards, are presented in Fig. 4. It is seen that the frequency band, which contains 
a majority of the pulse energy, reaches approximately 100 kHz. However, by the fact that it is a large 
amount of energy, the frequency band up to 10 MHz should be taken into account. More details can be 
found in [6]. 
The threat posed by lightning electromagnetic pulse (LEMP) is described not only by the current pa-
rameters, but also by associated electric and magnetic fields. Induced overvoltage surges can cause 
damages of electronic devices at a distance exceeding 1.5 km from the lightning channel. At a distance 
of several meters from the lightning channel, the electric field strength has a value of several hundred 
kV/m, at a distance of several tens of meters – tens of kV/m, at few hundred meters – few kV/m. Over 
100 V/m is reached even at a distance of tens kilometers away from the discharge.  
The magnetic field strength has a value of several kA/m at a distance of meters from the lightning 
channel, and it reaches hundreds of A/m within hundreds of meters. 
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The analysis of spectrum of the electromagnetic field associated with the whole phenomena of light-
ning, not only with the return stroke, is important also for remote lightning location systems, to distin-
guish between cloud discharges and discharges to ground [8]. 

Standard and non-standard lightning protection 
Modern lightning protection applies not only to buildings, but also to internal installations and devices. 
The lightning and overvoltage protection comprises the following measures [6]: 

• an outer mesh of air terminals and down conductors, 

• an earth electrode system, 

• direct bonding (equipotentialization), 

• surge protective devices (SPDs) in the power supply network, 

• SPDs in signal lines (telephones, computer network, antennas), 

• appropriate cable routing, 

• safe isolation distances, 

• interference suppression filters, 

• shielding, 

• physical restrictions and warning messages. 
The outer wire mesh together with the earth electrode system is called the lightning protection system 
(LPS). The LPS mesh dimensions are standardized, and the density of this wire mesh varies depending 
on the assumed level of protection (and the protection effectiveness). 

There are many devices present at the market that are inconsistent with the IEC/EN standards. There 
are two main groups of them, called early streamer emitters (ESE, or “active” lightning rods) and 
“lightning preventers” [13]-[14]. The ESE devices are claimed to be able to capture the lightning to 
them, having extremely large protected zone in comparison to the standard air terminals. The lightning 
prevention air terminals (charge dissipaters) are claimed to be able to prevent lightning from occurring. 

Neither data nor theory supports claims that “lightning elimination” and “early streamer emission” 
techniques are superior to standard lightning protection systems [14]. These devices are expensive, and 
methods of installation proposed by vendors may sometimes result in additional electromagnetic 
threats, including danger to life [15]. 

Essential principle of protection 
The essential principle of protection against any type of electromagnetic disturbances, not only light-
ning, is that a design engineer should determine a boundary, on which the unwanted signals (voltages, 
currents, and electromagnetic fields) are limited to the desired level. As a rule, this boundary is formed 
by natural barriers - walls of a building, a room, or an equipment box. This principle forms a basis for 
the concept of lightning protection zones (LPZ) [6]. 

Every protective device should be installed on the determined boundary, so as not to let the unwanted 
signals to penetrate the protected volume. The commonly met error is that protective devices (mainly 
SPDs) are mounted far from the boundary, inside or outside the protected volume. 
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First aid 
According to IEC/TR 60479-4:2004 [7] it is accepted that 70% or more lightning accidents involving 
humans are not fatal. Corresponding reliable data for livestock (animals) are not known. The chance of 
survival strongly depends on first aid, which is similar to the first aid after electric shock - to restore 
the respiration and the heart action. 

Conclusion 
Basic information concerning the lightning phenomenon and the parameters of lightning electromag-
netic pulse and understanding of these facts is essential for the proper design of lightning protection of 
telecommunication facilities. 
The most important topics of lightning protection are design and realization of lightning protection 
systems, grounding, bonding (equipotentialization) techniques, cable routing, location of surge arrest-
ers. Most lightning damages met in building objects could be avoided if all the electric and electronic 
installations were made according to appropriate IEC/EN standards. 

References 
[1] Berger K., Anderson R. B., Kroninger H.: Parameters of Lightning Flashes, Electra, vol. 80, 

1975, pp. 23-37. 

[2] Bruce C. E. R., Golde R. H.: The Lightning Discharge, J. Inst. Elect. Eng.-Pt. 2, vol. 88, 1941, 
pp. 487-520. 

[3] Cooray V. (ed.): The Lightning Flash, IEE, London 2003. 

[4] Golde R. H. (ed.): Lightning, Academic Press, 1977. 

[5] Heidler F., et al.: Parameters of Lightning Current Given in IEC 62305 – Background, Experi-
ence and Outlook, ICLP 29th International Conference on Lightning Protection, Uppsala, Swe-
den, June 2008. 

[6] IEC/EN 62305: Protection Against Lightning, series of IEC/EN standards (Polish standards:     
PN-EN 62305), 2010. 

[7] IEC/TR 60479-4: Effects of Current on Human Beings and Livestock – Part 4: Effects of Light-
ning Strokes on Human Beings and Livestock, IEC Technical Report, 2004. 

[8] Rakov V. A., Uman M. A.: Lightning: Physics and Effects, Cambridge University Press, 2003. 

[9] Szpor S., Samuła J.: Lightning Protection (in Polish), WNT, Warszawa 1983. 

[10] Uman M. A.: Natural Lightning, IEEE Trans. on Industry Applications, vol. 30, no. 3, May/June 
1994, pp. 785-790. 

[11] Uman M. A.: The Lightning Discharge, San Diego: Academic Press, CA, 1987. 

[12] Lorenc H. (ed.), Climate Atlas of Poland (in Polish), Warszawa: IMGW, 2005. 

[13] Mousa A. M., Scientists Oppose Early Streamer Air Terminals, National Lightning Safety Insti-
tute (NLSI) website: www.lightningsafety.com, 1999. 

[14]  Uman M. A., Rakov V. A., A Critical Review of Nonconventional Approaches to Lightning Pro-
tection, Bulletin of the American Meteorological Society, Dec. 2002, pp. 1809-1820. 



TELEKOMUNIKACJA 
I TECHNIKI INFORMACYJNE 1-2/2013 67 

Karol Aniserowicz                                                                                                                         Nature of Atmospheric Discharges 

   Karol Aniserowicz received the M.Sc. degree in electronic engineering from 
the Warsaw University of Technology, in 1979, the Ph.D. degree from the 
Szczecin University of Technology, in 1987, and the habilitation degree 
from the Wroclaw University of Technology, in 2006. Since 1979 he has 
been with the Faculty of Electrical Engineering, Bialystok University of 
Technology, where he is currently a Professor. He is an expert of the Polish 
Electrical Engineers Association (SEP) in lightning protection, electromag-
netic compatibility (EMC), and techniques of measurements. 

e-mail: k.aniserowicz@pb.edu.pl  

 Karol Aniserowicz 

[15] Hartono Z. A., Robiah I., Conventional and Un-Conventional Lightning Air Terminals: An Over-
view, Forum on Lightning Protection, Hilton Petaling Jaya, January 2004. 

 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /All
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveEPSInfo true
  /PreserveHalftoneInfo false
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputCondition ()
  /PDFXRegistryName (http://www.color.org)
  /PDFXTrapped /Unknown

  /Description <<
    /FRA <>
    /ENU (Use these settings to create PDF documents with higher image resolution for improved printing quality. The PDF documents can be opened with Acrobat and Reader 5.0 and later.)
    /JPN <FEFF3053306e8a2d5b9a306f30019ad889e350cf5ea6753b50cf3092542b308000200050004400460020658766f830924f5c62103059308b3068304d306b4f7f75283057307e30593002537052376642306e753b8cea3092670059279650306b4fdd306430533068304c3067304d307e305930023053306e8a2d5b9a30674f5c62103057305f00200050004400460020658766f8306f0020004100630072006f0062006100740020304a30883073002000520065006100640065007200200035002e003000204ee5964d30678868793a3067304d307e30593002>
    /DEU <>
    /PTB <>
    /DAN <>
    /NLD <>
    /ESP <>
    /SUO <>
    /ITA <>
    /NOR <>
    /SVE <>







    /HEB (Use these settings to create PDF documents with higher image resolution for improved printing quality. The PDF documents can be opened with Acrobat and Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice




